Environmental shutdown due to missing power supply

https://kb.netapp.com/Advice_and_Troubleshooting/Data_Storage_Systems/FAS_Systems/Environme...  
Updated: Tue, 30 Jun 2020 12:36:41 GMT

Applies to

• All FAS/AFF platforms.

Issue

• ONTAP triggers a shutdown because one power supply is removed. Example of EMS messages:

  Cluster1::> May 13 11:27:56 [node1:callhome.fans.failed:EMERGENCY]: Call home for MULTIPLE FAN FAILURE
  Cluster1::> May 13 11:29:46 [node1:monitor.shutdown.emergency:EMERGENCY]: Emergency shutdown: Environmental Reason Shutdown (Multiple fans failed) Terminated

'TNetApp provides no representations or warranties regarding the accuracy or reliability or serviceability of any information or recommendations provided in this publication or with respect to any results that may be obtained by the use of the information or observance of any recommendations provided herein. The information in this document is distributed AS IS and the use of this information or the implementation of any recommendations or techniques herein is a customers responsibility and depends on the customers ability to evaluate and integrate them into the customers operational environment. This document and the information contained herein may be used solely in connection with the NetApp products discussed in this document.'
Example of the SP Events log:

*Record 2125: Wed May [IPMI.emergency]: Shutdown by Data ONTAP*